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GRAFIK EYE 3104 SPECS

MAX TOTAL LOAD=2000W
MAX LOAD PER ZONE=800W
INPUT POWER=120V/20A

GRAFIK EYE NGRX—-PB SPECS

MAX TOTAL LOAD=1920W
INPUT POWER=120V/20A
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